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Thermostat  sensor
distance  from 

the  ceiling  100  mm 

Distance from
heater frame
100–400 mm

A�xing the sensor to the ceiling:  
distance from heater frame 100–400 mm

The temperature sensor should be installed no
less than 1000 mm from an undirected air vent income,
or less than 500 mm from a directed air vent. 

Wires depending on the model

ELECTRICITY MAIN


